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Division 1: Foreword  
 

1. Pasquotank County’s unique topography creates challenges for stormwater management. 

Unlike most other areas of North Carolina, Pasquotank County has some of the flattest 

terrain anywhere in the state.  Typically, slopes can range from 0% to 2% over vast areas. 

Agricultural fields can take several days to recover from a modest storm event. Because 

the terrain is so flat, rain from storms tends to be held on undeveloped or agricultural 

lands and depending on the intensity and length of storm, water can stand in the fields 

several inches deep for long periods of time. This standing water naturally attenuates the 

flow from the fields and allows the stormwater to seep into the ground, or be discharged, 

into the adjoining ditches and streams at a low rate.  

 

2. Development of the land changes not only the impervious area and compaction of the soil, 

but it also affects the area’s natural attenuation.  The change is because homes and 

buildings are built upon a raised area so that water will drain away from the structure 

toward drainage ditches and swales. The natural attenuation, once experienced over an 

area is displaced and the runoff is forced down stream. Even a single-family home on a 

large tract will have some minor impact on the overall drainage basin. Large 

developments, consisting of dozens of lots, may have significant impact on the drainage 

basin depending upon the location and topography of the development.  Commercial 

development also has the potential to have impact on the drainage basin. Design 

professionals should keep these factors in mind in the preliminary design of a project to 

minimize and accommodate the additional runoff generated from developments.  
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Division 2: Introduction/Executive Summary 

 

1. This storm water drainage manual for Pasquotank County is intended to provide guidance 

to design professionals in the development of residential, commercial, and industrial 

projects in the County. The intent of this manual is to supplement design guidelines 

already in effect through the North Carolina Department of Transportation (NCDOT), 

FEMA Flood Insurance Studies for the County, and the North Carolina Department of 

Environmental and Natural Resources (NCDENR) Division of Water Quality’s   

Stormwater Best Management Practices Manual and the Erosion and Sediment Control 

Planning and Design Manual.  As such, this document should be construed as a 

supplement to state agencies providing direction for stormwater management. Use of this 

stormwater manual is mandated by the County’s Stormwater Management Ordinance in 

which this drainage manual is referenced. The methods outlined in the manual are not the 

only methods acceptable for use.  Any deviations from these methods however, must still 

meet or exceed the intended results and be reviewed and approved by the County. 

 

 

2. This drainage manual is a dynamic document. As better understandings or new 

techniques are accepted in the design community, the drainage manual will be reviewed 

and edited to include new or better information. This drainage manual is also intended to 

address the goals listed in the County’s Coastal Area Management Land Use Plan. The 

goals of the Coastal Area Management Land Use Plan are to develop a public facilities 

manual, to set policy for private development requirements, and set the criteria necessary 

for an overall stormwater management plan for the County. The drainage manual directly 

addresses these goals.  
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Division 3: Drainage Law 

 

1. The following paragraphs are from the North Carolina Division of Highways Guidelines for 

Drainage Studies and Hydraulic Design 1999.  

 

 “North Carolina long adheres to the civil law rule in regard to surface water drainage. This 

will obligate owners of lower land to receive the natural flow of surface waters from higher 

lands. It subjects a landowner to liability wherever he interferes with the natural flow of 

surface waters to the detriment of another the use and enjoyment of his land. Since 

almost any use of land involves some change in the drainage and water flow, a strict 

application of civil law principles was impractical in a developing society. Thus, a more 

moderate application of this rule to allow a landowner reasonable use of his property 

evolved.” 

 

2. The North Carolina Supreme Court formally adopted the rule of reasonable use with 

respect to surface water drainage and abandoned the civil law rule Pendergrass v. Aiken 

in August 1977. The adopted reasonable rule allows each land owner to make reasonable 

use of his land even though, by doing so, he alters in some way the flow of surface water 

thereby harming other landowners, liability being occurred only when this harmful 

interference is found to be unreasonable and causes substantial damage.”  
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Division 4: Storm Water Management Plan Requirement s 

 

Commercial and Industrial developments disturbing less than one half (½) acre shall meet the 

requirements provided in the following Section 1.  Residential developments disturbing one 

acre and more and all Commercial and Industrial developments disturbing one half (½) acre 

and more shall meet the requirements of both Section 1 and Section 2 of this Division. 

 

1. All development plans are required to submit a stormwater management plan for approval. 

The stormwater management plan shall consist of: 

 

1.1. Cover Page: Project name; project address; name of developer and owner; name, 

address, and phone number of engineer of record; engineer’s seal; date of report;  

1.2. A location map; 

1.3. A boundary plat of the tract or parcel; 

1.4. A topographic survey of the project indicating existing conditions, showing at least 

one-foot contours as prescribed by the subdivision ordinances,  performed by a 

licensed engineer or surveyor;  

1.5. The width of right-of-way and name of the adjoining street or road; 

1.6. Proposed elevations of the tract, or parcel; 

1.7. Existing and proposed drainage systems sizes, type, material, amount of sediment 

buildup and inverts which affect the on-site hydraulic conditions; 

1.8. Existing and proposed flow patterns and flow directions; 

1.9. FEMA Maps and/or previously approved drainage studies documenting the 100-year 

storm elevation so that the building grade elevation of any proposed buildings may 

be set above it. 

1.10. All swales shall have a maximum 6:1 side slopes. Swales are defined as drainage 

conveyance man-made structures between 0” and 24” deep, as measured from the 

invert to the adjoining top of bank. 
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1.11. Where swales can not be utilized, ditches or similar conveyance features shall have 

side slopes no steeper than 4:1 in residential areas and 3:1 in commercial or 

industrial areas. 

1.12. Driveway culverts shall be sized to allow the conveyance of the 10 year storm.  The 

maximum hydraulic loss for the estimated 10 year storm flow is 0.2 feet for projects 

disturbing less than one acre.  A more detailed analysis in accordance with Section 

2 shall be provided for projects exceeding more than an acre of soil disturbance.    

1.13. Closed drainage systems shall meet NCDOT Guidelines for Drainage Studies and 

Hydraulic Design. 

1.14. Conveyance systems drainage over 300 acres shall be designed for the 25 year 

storm. 

 

2. Residential development activities which disturb one acre (1 acre) and more and  

commercial and industrial development disturbing one half (½) acre and more shall 

comply with the following criteria in addition to the conditions set forth in Section 1: 

2.1. All driveway culverts, ditches, swales, and drainage conveyance systems both open 

and enclosed shall be designed based upon the 10-year storm.  Calculations for the 

on-site/internal drainage system are required to substantiate the hydraulic grade line 

(HGL) for the 10 year design storm.  

2.2. Acceptable hydraulic grade lines for 10-year storm designs in open drainage 

systems  shall be no higher than 0.25 feet (3”) below the edge of pavement.  

2.3. Acceptable hydraulic grade lines for 10-year storm designs in closed drainage 

systems shall be no higher than 0.5 feet (6”) below the flow line of the gutter pan. 

2.4. NCDOT requires all cross pipes be designed for the 25 year storm.  Acceptance 

shall be determined by analyzing the hydraulic grade line of all cross pipes proposed 

in the development and downstream.  Driveway culverts may be excluded from this 

analysis.  The computed hydraulic grade line should be 1.5 feet below the road’s 

shoulder point or HW/D times 1.2, which ever is lower. 
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2.5. All cross pipes and driveway culverts shall be provided with headwalls or end 

sections in accordance with NCDOT standards (310.02-.04 or 838.01).  HDPE pipe 

shall be provided with end sections specifically manufactured for the pipe. 

2.6. All cross pipes and driveway culverts shall be provided with erosion control in 

accordance with NCDOT 876.02. 

2.7. The developer is responsible for making all improvements necessary to comply with 

these policies. 

2.8. Ditch bottom elevation profiles shall be provided. Ditch bottom profile elevations will 

serve as the control for installation of all initial and future culvert invert elevations 

within the development.  Profiles may be shown on road profiles. 

2.9. Drainage considerations will begin at the “sketch plan” phase of development. 

Potential developers should meet on-site with county representatives to review 

drainage requirements prior to submittal of sketch plans. 

2.10. Drainage calculations demonstrating that the pre-development flow rate from the site 

does not exceed the post development rate in cubic feet per second shall be 

submitted. The flow rate will be judged immediately downstream of the project. 

2.10.1. Calculations shall include an analysis of the hydraulic tailwater from 

downstream conditions that result in upstream ponding and flooding. 

2.10.2. The drainage analysis shall also include upstream and downstream drainage 

to identify the maximum flow and/or hydraulic gradeline. 

2.10.2.1. The limiting factor may be a ditch, culvert, dam, weir or road. 

2.10.2.2. If a culvert or similar feature is not the limiting factor in the 

upstream or downstream analysis, then the downstream analysis 

shall continue to an adequate out fall defined in Division 5 

paragraph 11. 

2.10.2.3. Where off-site evaluations are limited by private property concerns 

approximations may be made using LiDAR (Light Detection and 

Ranging) and visual observations. 
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2.10.2.4. The upstream analysis should consider the drainage capacities of 

the existing upstream drainage system and compute the 

hydrograph throughout the storm duration, typically 24 hours. 

2.10.2.5. All drainage components within the proposed development that 

transport upstream flow must equal or exceed the existing 

upstream drainage discharge rate for the storm event under 

consideration.  

2.10.2.6. Areas with out-of-bank flow for 1 year – 1 day storm events must 

be noted and displayed as “areas of concern” on plats. 

2.11. The post development runoff rate shall be held to the pre-development runoff rate for 

the 10 and 25 year storm events and the 1.5 inch storm. When runoff from a project 

flows under a Primary, Secondary or Interstate a 50 year shall also meet the criteria.  

Dynamic calculations documenting compliance shall be provided as a condition of 

preliminary plan approval. 

2.12. The length of storm shall be at least 24 hours.  A longer time may be necessary to 

insure that the declining limb of the basin is included in the analysis.  

2.13. A United States Department of Agriculture – Natural Resourses Conservation 

Services (USDA-NRCS or NRCS)  soils map of the proposed development shall be 

submitted to the County. The professional is directed to the USDA WEB Soils 

Survey.  An Area Of Interest (AOI)  analysis shall be provided of the development 

area.  The reported  soil types and hydraulic soil group shall be used to develop 

NCRS hydrographs.  The Pasquotank County Manager or his designee/agent here 

after refered to as the Manager, at his sole discretion, may also require the 

developer to conduct a soils evaluation of the proposed site.  Such an evaluation 

shall be performed by a  registered soil scientist.   

2.14. The requirement to retain the post development runoff rate to the pre-development 

runoff rate may be waived if, in the judgment of the Manager or his designee/agent, 

the proposed retained outflow hygrograph’s rate and timing amplifies the hydraulic 
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grade line immediately downstream. This outcome is possible in the middle and 

lower reaches of the County’s main creeks. 

2.15. The requirement to hold the post-development runoff to pre-development levels may 

also be waived in those developments which outfall directly to a major water body 

such as the mouth of the Little River, Pasquotank River, or directly into the 

Albemarle Sound. 

2.16. When commercial and industrial developments are less than four acres (4 ac.), 

modified  routing calculations using critical duration times may be accepted for 

review as a substitute for a 24-hour analysis.  These analysis algorithms must be 

submitted 30 days in advance of a project application for review and concurrence by 

the Manager or his designee/agent.  Approval of alternative calculation methods will 

be solely based on the discretion of the Manager or his designee/agent.  

2.16.1. The 10-year storm shall be used to size BMPs for 4-acre or less commercial 

and industrial developments. 

2.16.2. The hydraulic grade line for the 10-year storm shall be calculated and 

brought to the outfall of the development. The designer may use ½ of the 

rise of the 10-year storm as constant tail water for the modified on-site BMP 

volume calculation for developments less than 4 acres. 

2.17. In support of the requirement to limit the post runoff rate to the pre-development 

rate, an existing conditions drainage map showing the existing drainage area and 

existing land use shall be provided.  

2.18. The existing drainage area map shall be of sufficient detail, topographically, to 

demonstrate the pattern and existing drainage way and outfall for the site as it 

exists. 

2.19. A proposed drainage area map shall be provided.  The map shall show the proposed 

drainage areas retention/detention ponds and stormwater outfall pattern for the 

proposed development. 

2.20. Topographic surveys of existing culverts and ditches to an adequate or defined 

outfall shall be provided. 
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2.21. Proposed developments that have ditches or canals that transport upstream flow 

must carry through the development the existing bank-full upstream flow or the 25 

year design storm, whichever is greater.   

2.22. The designer shall consider the existing conditions area upstream of the subject 

development in all calculations and determine the probable rate and pattern of flow 

that is a complete runoff hydrograph. 

2.23. The designer should consider the effects of existing and natural attenuation in the 

calculations when deriving the bank full flow. When a culvert restricts flow from an 

upstream area the flow through the culvert shall be evaluated using at least 0.2 feet 

of head loss. Tailwater and land slope must be considered when calculating open 

channel flow using Manning and similar equations to predict bank-full flow. 

2.24. The designer shall demonstrate that the post development drainage system does 

not impede upstream drainage in any way nor increase downstream flow. 

2.25. At least one soil boring indicating the type of soil and seasonal high water elevation 

for each Best Management Practice, BMP, (retention pond constructed wetland, 

etc.) shall be provided. The boring shall be provided by a licensed engineer, soil 

scientist or geologist.  Soil borings must be at least six feet deep, or extend at least 2 

feet below the elevation of the proposed elevation.  Soil limitations for the BMP will 

be presented.  Where BMP’s are over ½ acre, an additional boring shall be supplied 

for each ½ acre thereafter.  The following items shall be provided in the soils report: 

2.25.1. The estimated high seasonal water table with and without drainage 

improvements; 

2.25.2. The texture and thickness of soil horizons using USDA, or the Unified Soil 

Classification Systems; 

2.25.3. Soil color and redoximorphic features; 

2.25.4. Estimated saturated hydraulic conductivity. 

2.26. The master drainage plan must demonstrate that the drainage system is adequate to 

prevent undue retention of surface water on the developed site. Standing water shall 
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drain from rear and side swales in 48 hours or less.  Standing surface water may be 

allowed if: 

2.26.1. the retention is a result of the stormwater retention design or; 

2.26.2. the retention system is not substantially different than the existing or pre-

developed condition unless such retention presents a danger to the public 

heath or safety. 

2.27. Drainage studies shall demonstrate that the retention systems recover up to 90% of 

their maximum 10 year storage within 72 hours from the beginning (hour 0) of a 

Type III storm. 

2.28. Side and rear residential lot swales shall have a minimum grade of 0.3%. 

2.29. Drainage conveyance systems shall be provided with drainage easements of 

adequate width to contain and provide for future maintenance.  

2.29.1. Drainage maintenance easements will be provided for all ditches and 

swales.  

2.29.2. Drainage ditches shall have an easement that covers the ditch and a 

maintenance travel way. This easement shall encompass the ditch and 

extend 5 feet beyond one side and 30 feet beyond the other side of the 

ditch. 

2.29.3. Swales will have a 20 foot easement that extends 10 feet on each side of the 

centerline.  

2.30. The drainage system of the development shall be coordinated with and tie into 

existing drainage ways or systems. 

2.31. All developments shall be constructed and maintained so that adjacent properties 

are not unreasonably burdened with surface waters or waters directed toward them 

from developments. 

2.32. New developments shall be constructed or maintained so that they do not 

unreasonably impede the natural flow of water from high and adjacent properties 

across the development to an outfall. 
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2.33. No developments shall be constructed and maintained so that surface waters are 

unreasonably collected and channeled onto lower receiving properties at such 

locations or at such volumes as to cause substantial damage to such lower 

properties. 

2.34. Calculated 10 year hydraulic grade lines (HGL) for subdivision streets in the County 

shall be deemed in compliance if the maximum calculated elevation is 0.25 feet (3”) 

below the edge of pavement. 

2.35. Channeling runoff directly into swamps and creeks shall be strictly prohibited. Runoff 

shall be routed through constructed wetlands, swales, retention ponds and 

controlled drainage systems prior to discharge into a natural system. 

2.36. Pipe culverts shall be installed under driveways to allow passage of water with 

minimum velocity losses.   

2.37. Land that has been cleared for development and upon which construction has not 

commenced shall be protected from erosion and sediment transport by appropriate 

techniques designed to vegetate the area within thirty (30) days (seeding, etc.) after 

the land is disturbed or as designated by a state permit. 

2.38. Sediment shall be retained on the site of the development.  Protective measures in 

accordance with the State of North Carolina’s Erosion and Sediment Control 

Planning and Design Manual shall be used and maintained.  

2.39. Natural wetlands and other existing water bodies shall not be used as sediment 

traps. 

2.40. Erosion and sedimentation facilities shall be maintained to insure that they continue 

to function properly throughout the construction of the project. 

2.41. Stormwater control structures must be able to operate without any adjustments after 

installation and shall be able to handle the designed storm water flow for all required 

storm events. The designer shall also consider the effects of excessive storms and 

provide for graceful failure of the drainage system.  Semi-pervious rock weirs are 

desired and should be designed for maximum bank-full flow as a channel restriction 

or submerged weir.  
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2.42. Thirty foot wide undisturbed vegetated buffer strips are required adjacent to natural 

banks of all watercourses, water bodies or wetlands. No construction activities will 

be allowed in these buffers, except to allow an outfall of minimum disturbance width. 

2.43. Natural wetlands shall be protected from construction activities. At locations where 

activities within wetlands are designed the developer shall acquire applicable 

permits from the state and federal agencies. 

2.44. Proposed ditches and swales shall have vegetated bottoms and sides. 

2.45. Erosion and Sedimentation Control shall be provided for storm water projects. A 

copy of the Sedimentation and Erosion Control Permit issued by the N.C. Division of 

Land Quality (Washington Regional Office) shall be provided.  

2.46. Natural wetlands as defined by the U.S. Army Corp of Engineers shall be denoted 

on the survey plan of the site.  
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Division 5: Drainage Study Requirement  

 

1. Drainage studies shall be performed by registered, professional engineers, landscape 

architects, or registered land surveyors in North Carolina, who are qualified in hydrology 

and hydraulics.  

2. The Rational Formula may be used in an analysis in which the drainage area for the 

catchment involved is less than 20 acres. Typically, the Rational Formula may be used to 

design storm sewers, culverts, swales and ditches of sub-catchments in a development. 

3. Catchments with areas of more 4 acres shall be analyzed using SCS 24-hour hydrographs 

for pre-development and post-development conditions. 

4. Hydrographs based on Natural Resources Conservation Services (NRCS) or formerly the 

Soil Conservation Services (SCS) methods shall be used to develop runoff patterns. 

5. A Type III distribution storm event will be used to develop the hydrographs with a shape 

factor of 200. 

6. The design tailwater for sub catchments using the Rational Formula shall be based upon 

the computed elevation in the receiving BMP or drainage system.  The elevation shall be 

based upon dynamic analysis and be at a time equal to the time of concentration in the 

sub catchment’s summed travel time at the point of discharge into the dynamic feature. 

7. The determination of pre-development runoff hydrographs shall be based on existing 

conditions prior to any development activities. Should the land owner illegally clear or 

disturb property to obtain a higher curve number, the previous curve number before land 

disturbing activities took place shall be used. 

8. Curve numbers will be based upon NRCS data supplied in the Urban Hydrology for Small 

Watersheds Technical Release Number 55 (Win T.R. 55), latest edition. Determination of 

soil groups to estimate curve numbers (CN) shall be based upon Pasquotank County’s 

soils maps.  An Area of Interest (AOI) report shall be provided documenting the project’s 

soil types and hydrologic groups. Should several soil groups exist within the project, a 

weighted CN shall be computed. The weighted CN calculation shall also take into account 

proposed land use(s).  Win TR-55 will document a weighted CN calculation. 
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9. Drainage study modeling will include an estimation of the on-site stage storage 

characteristics. These estimates shall include a stage storage relationship for pre and post 

conditions. 

10. The existing runoff rate from the development area using the SCS methods described 

above may exceed the capacity of the existing outfall system.  The drainage study shall 

include an analysis of the outfall system to determine the limiting component along the 

outfall and ascertain the hydraulic grade line for the various design storms. The hydraulic 

grade line analysis shall continue to a point of adequate outfall. 

11. An adequate outfall shall be defined as: 

11.1 A station in the County’s creeks and rivers where a previously approved study has 

computed storm elevations; 

11.2 Where the invert of the receiving channel is less than elevation 2.0 NAVD 1988; 

11.3 A design point where the project’s area is less than 0.5% of the total contributing 

drainage area. 

12. Drainage studies for all developments shall include the one-year, ten-year, twenty five and 

one hundred-year analysis for storm events. The post development release rate for the 

1.5 inch, 10 and 25 year storms shall not exceed the pre-developed rate as measured 

immediately downstream. The fifty year storm may be required if the outfall passes under 

a Primary, Secondary or Interstate.  

13. All new residential subdivision roads associated with the development will be judged as 

adequately drained if the 10-year storm does not rise above 0.25’ (3”) below the edge of 

pavement. Additionally, the maximum static elevation of the 100-year flood shall not 

inundate the lowest centerline point of any proposed road by more that 0.75’ (9 inches).   

14. Drainage calculations for the 100-year storm may include the subdivision roadways for 

storage and conveyance of the storm water. 

15. Once the 100-year storm is calculated for a new development, the final lot grade  adjacent 

to proposed buildings shall be above the calculated 100-year storm.  The calculated 100 

year storm elevation for the BMP shall replace the reported FEMA elevation. 
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16. Master drainage studies for developments shall include and make a part of the analysis 

any previous subdivision of the property which occurred within one year of the proposed 

major development. Analysis of the pre-development condition shall exclude impervious 

areas and cut and fill from these recently subdivided parcels. Any retrofitting of the 

previously subdivided parcels will be the responsibility of the developer/land owner. 
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Division 6: Storm Water Best Management Practice De sign Criteria 

 

1. The storm water management plan shall comply with the requirements of the State of 

North Carolina for controlling storm water quality. 

2. Development within the Area of Environmental Concern (AEC) as defined by the N.C. 

Division of Coastal Management, shall adhere to the storm water management standards 

of the N.C. Division of Coastal Management, or any successor agency. The standards of 

the N.C. Division of Coastal Management shall take precedence over the standards 

included in this ordinance, provided, however, that the developer shall also be required to 

adhere to the specific standards included in this ordinance that are not in conflict with the 

standards of the N.C. Division of Coastal Management. 

3. These County requirements shall in no way eliminate or modify North Carolina water 

quality requirements for development.  

4. The following order of preference shall be considered in designing on-site storm water 

management measures: 

4.1 Constructed wetlands. 

4.2 Open vegetated swales and natural depressions. 

4.3 Infiltration. 

4.4 Retention (permanent pool) structures [Retention ponds shall be provided with a 

minimum 10 foot wide aquatic bench]. 

4.5 Detention (no permanent pool) structures.   

5. The order of preference shall be modified where necessary, to accommodate 

requirements of the State of North Carolina for controlling storm water quality. 

6. Constructed wetlands should complement, and in some cases replace, traditional ditch-

drainage systems required for residential and commercial development on flat 

landscapes. This type of BMP improves water storage and water management associated 

with residential and commercial development. This BMP also creates better biodiversity 

for mosquito control, and eliminates the need for protective measures (fencing) associated 

with traditional retention and detention ponds and structures.  Furthermore, developers 
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and land-use planners may use this BMP to create effective and aesthetically pleasing 

storm water management plans. 

7. Artificial watercourses shall be designed, considering soil type, so that the velocity of flow 

is low enough to prevent erosion, or minimize it to the maximum extent practicable. 

8. To ensure adequate storm flow in a densely planted wetland (assuming 100% plant 

coverage), the design should use a roughness coefficient �  0.1 (Manning's (n)). 

9. Constructed wetlands should have 6:1 slopes and be shaped to blend into the surrounding 

landscapes.  

10. Constructed wetlands should be meandering, following old drain ways or depressions that 

served as natural drainage prior to development.   

11. Water control structures must be maintenance free and not require adjustments to handle 

storm water flow. Semi-pervious rock weirs are desired and should be designed for 

maximum bank-full flow as a channel restriction or submerged weir. 

12. Detention and retention ponds may be used to detain increased and accelerated runoff 

caused by development or redevelopment if the runoff is discharged to a water body, 

watercourse or wetland. Water shall be released from ponds into water bodies, 

watercourses or wetlands at a rate and in a manner approximating the natural flow that 

would have occurred before development. 

13. Where detention and retention structures are used, designs which consolidate these 

facilities into a limited number of large structures will be preferred over designs which 

utilize a large number of small structures. 

14. Storm water management plans can be rejected by the Manager or his designee if they 

incorporate structures and facilities that will demand considerable maintenance, will be 

difficult to maintain, or utilize numerous small structures if other alternatives are physically 

possible. 

15. The drainage system and all storm water management structures within the County 

(including both public and private portions) will be designed to the same engineering and 

technical criteria and standards. The review will be the same whether the portion of the 

drainage system will be under public or private control or ownership. 
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16. Any storm water project shall be accompanied by a description of the proposed method of 

providing storm water drainage.  The developer shall provide a drainage system that 

diverts storm water runoff away from surface waters and incorporates best management 

practices to minimize water quality impacts. 

17. It shall be unlawful for any person desiring to pave, stabilize or otherwise make impervious 

any area adjacent to or draining over any public right-of-way without obtaining an approval 

from the County.  The grading, drainage and material used adjacent to the public right-of-

way shall be approved by the County. 

18. Due to ground water considerations, all storage calculations for retention ponds and 

constructed wetlands must start at the elevation of the drainage outlet, or static water level 

controlled by the downstream drainage system. 



Pasquotank County  
 Stormwater Design Manual  

 
 

- 21 - 
Stormwater Committee Review 

Adopted February 16, 2009 

Division 7: Floodplain and Floodway Management  

 
 
1. No filling or construction within the floodway or non-encroachment zones will be allowed. 

Excavation in and clearing of the floodway and non-encroachment zones will be allowed 

with the approval of the Manager or his designee/agent.  Floodway will be defined as 

those areas on the FIRM maps for Pasquotank County, depicted as floodway areas in 

zone AE.  Non-encroachment area will be defined as designated in Table 9 -  Limited 

Detailed Flood Hazard Data in the Flood Insurance Study included with the 2004 FIRM 

map updates. See Appendix J for County Township Maps depicting flood zones, 

floodways and non-encroachment areas. 

 

2. Excavation and filling in the floodplain areas, areas noted as AE in the FIRM maps, may 

be allowed at the approval of the Manager or his designee/agent.  Cut and fill for new 

development in the floodplain will only be acceptable if the net volume available within the 

floodplain remains the same.  The volumes will be judged from one foot contour to the 

next.  No credit will be provided for excavation below the normal water elevation of the 

creek or below the ground water table, whichever is higher.  The engineer will provide the 

areas and volumes at one foot contour intervals for the existing conditions and 

demonstrate through volume calculations that the proposed condition equals or provides 

more storage volume for the development.  The calculation and demonstration shall begin 

at the normal elevation, or invert elevation, and proceed by even one foot increments to 

the FIRM reported base flood elevation for the immediate area.  The cut and fill within the 

floodplain area must take place within the general confines of the development or within 

500’ of the river station shown on the FEMA maps.  

 

3. Filling the flood plain for redevelopment projects will be allowed so that proposed structure 

finished floor elevation may be raised to achieve at least the minimum elevation dictated 

by County’s Flood Damage Prevention Ordinance.  Adjacent connected facilities such as  
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parking lots shall be graded to transition reasonably from the higher proposed elevations 

to existing grades at the edge of the project. 

  

 

4. Item 2 of this Division shall be construed to apply to the portions of the County’s creeks 

and rivers which have riverine hydraulic characteristics.   Large portions of the County are 

contained in Flood Zone AE which are contiguous to expansive water bodies such as the 

Albemarle Sound and the lower and wider portions of the Pasquotank River and Little 

River.  These lower portions typically experience wind driven wave action.  Filling in these 

areas to attain structure and connected facilities elevations in accordance with the 

County’s Flood Damage Prevention Ordinance will be allowed.   

5. A parcel which lies within the AE Flood zone and is within a portion of a creek or river 

which has riverine hydraulic characteristics, may fill one time only up to five percent (5%) 

of the flood zone area within the parcel’s boundary.  This is a one time only occurrence 

and supersedes Item 2 of this Division.  This exception is provided to allow a reasonable 

engineering design of a property and a connection or roadway from one area to another.  

This exception should not be construed to include floodways and non-encroachment 

zones.  Filling over five percent (5%) will require a balance of cut and fill as dictated by 

Item 2 of this Division.   
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Division 8: Storm Water Management Permitting  

1. A County approved drainage study will be required to process a preliminary plan through 

the Pasquotank County Technical Review Committee (TRC) prior to review by the 

Pasquotank County  Planning Commission and the Pasquotank County Board of 

Commissioners. 

2. Sedimentation and erosion control and stormwater management permits from NCDNR  

are required prior to preliminary plan approval. 

3. Final plat approval will not be granted until an as-built plan of the constructed drainage 

system is received and approved by the Pasquotank County Director of Planning or his 

agent. The as-built plan, certified by a licensed land surveyor, shall document that the 

drainage improvements outlined in the drainage study and incorporated into the approved 

preliminary plans are constructed and installed in accordance with the study and plans.  

3.1 An appointee of the Manager shall verify through an onsite visual inspection that the 

as-built survey is accurate. The as-built drainage plan shall show: the lines of all 

streets and roads; 

3.2 lot lines and lot numbers; 

3.3 location of all ditches, including road and outfalls, culverts and related drainage 

structures; 

3.4 the inverts of ditches, culverts, and swales; 

3.5 proposed building pad, grade; 

3.6 driveway culvert material sizes and inverts. 

4. The as-built plans shall show all fire hydrants within the subdivision with benchmark 

elevations established on the top nut. 

5. The percent grade on all proposed ditches and swales shall be indicated to nearest 

0.01%. 

6. Indicate the roadway ditch invert at each lot corner. 

7. Indicate on each lot the minimum driveway culvert size that provides for property drainage 

and meets NCDOT requirements. 
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8. All necessary easements and stormwater maintenance requirements shall be included on 

the final plat. 
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Division 9: Lot Grading  

1.  Minimum desirable slope not less than 1%, a minimum acceptable slope not less than 

.5%.  

2.  Construction plans shall provide sufficient grades, ridge lines and directional arrows to 

define the proposed drainage pattern of the entire lot. A minimum of seven proposed lot 

grades shall be provided; four at the corners; two at the side yard midpoints; and one 

grade located at the center of the lot (rear of typical structure location). Intermediate 

grades will be defined by linear interpolation of lot grades provided. Note Type A, B, or AB 

lot drainage for each lot.  

3. Overland flow onto adjacent offsite property is generally unacceptable.  

4. Commercial/Industrial subdivision plans shall provide lot grading to facilitate drainage until 

final development of individual parcels.  

5.  Single Family Detached Lot Grading Policy:  

5.1.  Construction plans for all new subdivisions will show proposed lot grades to the 

nearest 0.1’.  

5.2.  An engineer’s or land surveyor’s certification shall be submitted to the County prior 

to final plat approval certifying that lot grades are within 0.4’ of proposed grades and 

a minimum positive slope of 0.25% exists in the direction indicated in the approved 

plan. Certification may be waived in cases where approved drainage plans showing 

existing grades meet the criteria.  

5.3.  Lots shall be graded to within 0.1’ of the final grade prior to being certified for a 

Certificate of Elevation.  A minimum grade of 0.5% must be provided on the lot. A 

certification is required from a Land Surveyor confirming this lot grading.  See the 

County’s “Certificate of Elevation Grade Adjacent to Structure and Finished Floor of 

Structure for Compliance with Final Plat.”  

5.4.  The as constructed elevations of culverts shall be deemed acceptable if the as 

constructed invert elevation is within 0.12 feet of the proposed grade. 
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Division 10: Maintenance of Storm Water Improvement s 

 

1. It is important to note that while general maintenance tasks can be outlined, actual 

maintenance needs will vary according to specific site conditions, particularly the following 

elements: 

1.1. Landscaping: Certain vegetation may require more attention. Consider using native 

plants to reduce maintenance needs. 

1.2. Upstream Conditions: Watershed conditions upstream of the facility will affect the 

amount of sediment and pollutants that must be managed. 

1.3. Safety: Some tasks can be effectively handled by residents; however, a maintenance 

program should ensure the safety of anyone carrying out tasks. A professional should 

be hired to do the work when needed. 

1.4. Technical Expertise: BMPs are stormwater treatment and attenuation facilities. While 

many maintenance needs like litter and debris removal are obvious, some problems 

may not be detectable to the untrained eye. 

1.5. Financing: A fund should be established by the property owner’s association or lot 

owner to provide for the costs of long-term maintenance needs. 

1.6. Vegetation Management: Vegetative cover serves several purposes in BMPs.  It 

slows the velocity of the runoff, filters sediment from runoff as it is collected in the 

BMP, and prevents erosion of the banks and bottom of the facility. 

2. Grass is generally used around constructed wetlands, retention basins, infiltration 

trenches and in and around dry detention basins. It must be mowed and maintained. 

Mowing requirements can be tailored to the specific needs of a site and the neighboring 

properties. The grass in a BMP may be hardiest if maintained as an upland meadow, 

cutting no shorter than 6-8 inches. Maintaining a more manicured expanse of grass 

decreases the effectiveness of the BMP, as well as increasing its maintenance costs. 

Wetland plants may also be used along the fringe of the BMP in areas where conditions 

are favorable. Some of these types of plants may inhabit the area naturally. 
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3. Debris and Litter Removal:  Regular removal of debris and litter is efficient and effective, 

having several benefits: 

3.1. Reduces the chance of clogging in outlet structures, trash racks and other 

components. 

3.2. Prevents possible damage to vegetated areas. 

3.3. Reduces potential mosquito breeding habitats. 

3.4. Maintains facility appearance. 

3.5. Reduces conditions for excessive surface algae. 

4. Pest Control: Mosquito and other insect breeding grounds can be created by standing 

water. The most effective control technique in retention basins is to prevent stagnant 

areas. Prompt removal of floating debris helps. In larger basins, it may also be possible to 

maintain stocks of fish that feed upon mosquito larvae. The wave action created by 

surface aerators increases oxygen levels and also discourages mosquito breeding. 

5. Animal burrows will also deteriorate the structural integrity of an embankment. Muskrats 

and nutria, in particular, will burrow tunnels up to six inches in diameter. Existing burrows 

should be filled as soon as possible. 

6. Bank Stabilization:  It is very important to prevent erosion of the banks and bottom of 

detention basins (dry ponds) and the visible banks of retention ponds. The easiest way to 

do this is to keep groundcover healthy. Areas of bare soil will erode quickly, clogging the 

basin with soil and threatening its integrity. Any bare areas should be re-seeded and 

stabilized as quickly as possible. 

7. The roots of woody growth, such as young trees and shrubs, can also destabilize 

embankments. Consistent maintenance can control any stray seedlings that take root in 

an embankment. Woody growth away from the embankment does not generally pose a 

threat to the stability of the embankment and can play an important role in the health of 

the vegetative environment. For ease of maintenance, trees and shrubs should be planted 

outside maintenance and access areas. 

8. Sediment removal, or dredging, may be a required maintenance function. Dredging 

removes the layer of highly enriched materials from the pond’s bottom. Removing this 
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nutrient “bank” prevents phosphorus from releasing back into the water column and 

consequently being discharged into receiving waters during the next storm. This also 

helps lower nutrient concentrations in the pond, thus decreasing nuisance algae blooms. 

Dredging can help to improve water quality by deepening the BMP, providing additional 

storage capacity. 

9. Sediment will accumulate in a BMP and will eventually need to be removed, but facilities 

vary so much that there are no hard and fast rules about when and how. For planning 

purposes, sediment removal should be considered on the following intervals:  

9.1. Extended detention basins (dry ponds): every 2-5 years; 

9.2. Retention basins (wet ponds): every 5 –7 years; 

9.3. Dredging of the BMP will be required when the sediment capacity of the system has 

been reduced by more than 50%. 

10. Sediment removal is usually the largest single cost of BMP maintenance; therefore, the 

owning entity must plan ahead to allow for contractual negotiations, as well as adequate 

funding.  The owning entity must ensure that the sediment is disposed of legally. 

11. Wetland BMPs should be maintained to prevent loss of area of ponded water available for 

emergent vegetation due to sedimentation and/or accumulation of plant material.  

11.1. Sediment forebays should be cleaned every 2 to 5 years, except for pocket wetlands 

without forebays which are cleaned after a six-inch accumulation of sediment.  

11.2. Water levels may need to be supplemented or drained periodically until vegetation is 

fully established.  

11.3. Performance enhancement can be obtained by increasing the size of the marsh 

area, by incorporating multiple pools into marsh area, or by incorporating a network 

of shallow channels in the marshy area. Constructed wetland systems designed as 

part of an existing drainage system must be designed to be low maintenance.  

Wetlands will be designed with a bottom width and side slopes that will 

accommodate at least one foot of sedimentation without causing a significant tail 

water effect to upstream drainage.  One foot of sedimentation within the wetland 
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should not result in more than 0.4 ft increase in the hydraulic grade line for in-bank 

flows. 

11.4. Remove volunteer woody vegetation/trees in excess of 2-inches in diameter to 

promote the original design and balance sunlight and shaded areas in the wetland. 
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Appendix A 

 

1. Rational Formula 

The Rational Formula is a popular method used to calculate peak flow from a drainage 

area.  The peak flow is then used to calculate required size of a ditch or culvert based 

upon the hydraulic capacity to carry flow from the area. The Rational Formula equation is:  

     Q = (C)(I)(A)  

where: 

Q =  Rate of runoff in cubic feet per second (1 cubic feet per second = 1 acre inch per 

hour)  

 C =  Runoff Coefficient representing ratio of runoff to rainfall 

  I = Intensity of Rainfall estimated in inches per hour.   

 A =  Drainage area in acres. 

The intensity is dependent upon the Time of Concentration.   

   

The formula is not dimensionally correct because it is based upon empirical data , a one 

inch depth of rainfall while applied at the uniform rate in 1-hour to an area of 1-acre will 

produce 1.008 cubic feet/second of runoff if there are no losses.  This makes the 

numerical value of “Q” nearly equal to the product of “A” and “I.”  

 

1.1. The area of the contributing catchment can be determined from studying topographic 

maps and insuring that the drainage area map for the point analyzed is correct.  In 

studying these topographic maps it is understood that runoff flows perpendicular to 

contours.     

1.2. The runoff coefficients are well documented.  Typical values for runoff coefficients 

can be found in various references. Typically, an impervious area is treated as 

having a coefficient of 0.9 and soil is estimated to have a coefficient of 0.2.  Table 
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8.03B, from the State’s Erosion & Sediment Control Planning and Design Manual, 

provides representative values for various runoff coefficients.  

1.3. Drainage designs shall use a weighted coefficient analysis to estimate the proper 

runoff coefficient for a development. The weighted runoff coefficient calculation shall 

be based upon the typical soil type and runoff coefficients listed in Table 8.03B 

found at Appendix B. 

1.4. Time of concentration values, used to determine rainfall intensity, are obtained when 

the maximum discharge of a drainage area is reached.  It is the time required for 

runoff to travel from the most remote point of the drainage area to arrive at the point 

of interest or point it will drain or exit the drainage area.  The most remote point is 

the point at which the time of flow to the outlet is greatest, not necessarily the 

greatest linear distance. Typically, the maximum discharge of any point in the 

drainage system occurs when: 

1.4.1. The entire area contributing to the point of interest is activated and flows to 

the point;  

1.4.2. The rainfall intensity is at a maximum, which can be expected for rainfall 

durations equal to the time of concentration. 

1.5. The time of concentration can be the most scrutinized part of the Rational Formula 

and can have the greatest impact on calculating peak flow for a drainage area.  

Proper judgment and documentation is imperative on how the time of concentration 

is determined.   

1.6. The designer shall on the existing and proposed drainage area maps indicate the 

elevations and flow pattern used to calculate time of concentration for the existing 

and proposed drainage areas.   

1.7. The time of concentration may be estimated using the Kinematic Wave equation.  

Travel times can also be computed along the travel way using Manning’s Equations 

to estimate flow velocity.  The Kinematic Wave equation and its computational 

method can be found in the State’s Erosion & Sediment Control Planning and 
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Design Manual. A copy of the state’s procedure is found Appendix C. Kinematic 

Wave Equation 

 

    

L = Length of Flow 

   S = Scope of Flow Path 

N = Roughness Coefficient 

The maximum flow length is 200 feet. 

1.8. NRCS’s Win TR-55 provides a logical method to determine the time of 

concentration.  The program is available free for the NRCS web site   The required 

input consists of the type of flow encountered along the flow path, the travel surface 

and the length of travel. 

1.9. The intensity used in the Rational Formula shall be based upon point precipitation, 

frequency estimate from the NOAA Atlas 14 for Elizabeth City, North Carolina.  A 

table of the precipitation intensity estimates is provided at Appendix E.  

 

2. SCS Methods   

2.1 SCS Methods may be used to calculate peak discharges for smaller catchments and 

shall be used to calculate the dynamic analysis of catchments over 20 acres for  a 

24-hour storm.  A Type III storm shall be used in the 24-hour analysis. The United 

States Department of Agriculture Urban Hydrology for Small Water Sheds Technical 

Release-55 (WIM TR55 latest release) is the basis for all computations regarding 

SCS (Natural Resources Conservation Service, NRSC) Methods. The time of 

concentration used for SCS flow calculations shall be based upon SCS Methods.  A 

shape factor of 200 may be used to develop the hydrograph. 

 

3. Computer Programs for Analysis  

3.1 There are many drainage programs capable of performing a dynamic analysis of 

watersheds. Pasquotank County will accept the Environmental Protection Agency’s 
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Stormwater Management Model (SWMM) and other programs which use this 

program as its driving engine.  Other acceptable analysis tools include PCSWMM 

and XPSWMM.  These programs are capable of developing SCS based 

hydrographs using Type III storms, varying curve numbers and times of 

concentration. They are capable of routing developed hydrographs to a designated 

design point and computing elevations and flows.  

3.2 Electronic copies of the approved functioning SWMM models shall be provided to 

the County. 

3.3 The design professionals shall use the following rainfall amounts for a 24-hour 

dynamic analysis:  

 

24-Hour Dynamic Analysis - Rainfall Amounts 

Storm Frequency 2 5 10 25 50 100 

Inches of Rain (24-hour 

period) 

3.73” 4.82” 5.73” 7.08” 8.24” 9.52” 
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Appendix B 

 

1. Downstream tailwater conditions have significant impact on all culverts within 

Pasquotank County.  Almost every culvert within the County functions under the outlet 

control hydraulic condition.  Only in special conditions will inlet control be a limiting 

factor. Consequently, all culvert analysis shall be based on an outlet control with an inlet 

control check. 

2. The downstream tail water condition shall be based upon mathematical calculation of 

channel, ditch, or downstream culvert hydraulics and through hydraulic gradeline 

calculations brought to the point of interest.  

3. Culvert analysis and design shall be based upon the Federal Highway Administration’s 

(FHWA) hydraulic design of culverts. The publication number is FHWA –NHI-01-020 

dated September 2001 and revised May 2005. This manual outlines various hydraulic 

conditions that dictate culvert characteristics and flow capabilities. Several computer 

aided design tools exist, which base results on the Federal Highway Administration 

Guidelines. These programs are acceptable for calculations of culvert hydraulics in 

Pasquotank County when supplied with documentation, from the program, 

substantiating that the program is based upon approved methods. 

4. Design professionals are also encouraged to use the Corps of Engineers Hydraulic 

Engineering Center (HEC) series of programs developed to calculate the hydraulic 

characteristics of any catchment.  Notably, HEC-RAS is an excellent tool to calculate 

hydraulic gradelines for a static maximum flow analysis. The results, as required for 

static analysis, using this program are acceptable. 
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Kinematic Wave Procedure  
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Precipitation Intensity Estimates (in/hr) 
                                        

ARI* 
(years) 

5 
min 

10 
min 

15 
min 

30 
min 

60 
min 

120 
min 

3 
hr  

6 
hr  

12 
hr  

24 
hr  

48 
hr  

4 
day 

7 
day 

10 
day 

20 
day 

30 
day 

45 
day 

60 
day   

1 5.21 4.16 3.46 2.38 1.48 0.86 0.62 0.37 0.22 0.13 0.07 0.04 0.03 0.02 0.01 0.01 0.01 0.01   

2 6.11 4.88 4.09 2.83 1.77 1.04 0.74 0.44 0.26 0.16 0.09 0.05 0.03 0.03 0.02 0.01 0.01 0.01   

5 7.02 5.62 4.74 3.36 2.16 1.29 0.92 0.55 0.32 0.20 0.11 0.06 0.04 0.03 0.02 0.02 0.01 0.01   

10 7.96 6.36 5.36 3.89 2.53 1.54 1.11 0.67 0.39 0.24 0.14 0.08 0.05 0.04 0.02 0.02 0.02 0.01   

25 8.98 7.15 6.04 4.48 2.98 1.86 1.36 0.81 0.48 0.30 0.17 0.09 0.06 0.05 0.03 0.02 0.02 0.02   

50 9.83 7.83 6.61 4.98 3.37 2.14 1.58 0.95 0.57 0.34 0.20 0.11 0.07 0.05 0.03 0.03 0.02 0.02   

100 10.64 8.45 7.12 5.46 3.76 2.43 1.81 1.10 0.66 0.40 0.23 0.12 0.08 0.06 0.04 0.03 0.02 0.02   

200 11.45 9.07 7.63 5.94 4.17 2.74 2.06 1.25 0.76 0.46 0.26 0.14 0.09 0.07 0.04 0.03 0.03 0.02   

500 12.43 9.83 8.25 6.57 4.71 3.16 2.42 1.48 0.90 0.54 0.32 0.16 0.10 0.08 0.05 0.04 0.03 0.02   

1000 13.34 10.51 8.79 7.12 5.20 3.54 2.74 1.68 1.04 0.62 0.36 0.18 0.11 0.08 0.05 0.04 0.03 0.03   

POINT PRECIPITATION 
FREQUENCY ESTIMATES FROM NOAA ATLAS 14    ELIZABETH CITY, 

NORTH CAROLINA  
(31-2719) 36.3097 N 76.205 W 0 feet  

from "Precipitation-Frequency Atlas of the United States" NOAA Atlas 14, Volume 2, Version 3 
G.M. Bonnin, D. Martin, B. Lin, T. Parzybok, M.Yekta, and D. Riley 
NOAA, National Weather Service, Silver Spring, Maryland, 2004 
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BMP Inspection Checklist 

Routine self inspection of your BMP is the best way  to catch potential problems before they 

become a liability. The following is a guide to get  you started. Answering YES to any of these 

questions indicates a need for corrective action or  consultation with a professional inspector. 

We encourage you to copy this checklist and maintai n a record of your inspections. 

 

 Yes      No 

Does the facility show signs of settling, cracking,  bulging,                 �����

misalignment or other structural deterioration? 

Do the embankments, emergency spillways, side slope s   ����  

or inlet/outlet structures show signs of erosion? 

Is the outlet pipe damaged or not functioning prope rly?    ����   �

Do the impoundment and inlet areas show erosion,   �����  �� �

low spots or lack of stabilization? 

Is woody vegetation that may interfere with the fac ility’s    ����  ��� �

performance present on the banks? 

Is there evidence of animal burrows?    ����  �

Are contributing areas unstabilized with evidence o f erosion?    ����  ��� �

Do vegetated areas need mowing or is there a build up of    ����  ��� �

clippings that could clog the facility? 

Does the depth of sediment pose a threat to storage  volume?    ����  ��� �
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Is there standing water in appropriate areas?    ����  ��� �

Is there standing water in inappropriate areas?    ����  ��� �

Is there accumulation of trash or debris?    ����  ��� �

Is there evidence of encroachment or improper use o f    ����  ��� �

the impounded areas? 

Are there signs of vandalism?    �� ��  ��� �

Do any safety devices such as fences, gates or lock s    ����  ��� �

need repair? 

Is there excessive algae or dominance of one type    ����  ��� �

of vegetation?  

Is there evidence of automotive fluids entering or    ����  ��� �

clogging the facility? 

Is there evidence of a fish kill?   ����  
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APPENDIX G 

 

USDA Web Soil Survey Report 
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APPENDIX H 

 

WIN TR-55 Data Screens 
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APPENDIX I 

 

Suggested Drainage Study Outline 



Pasquotank County  
 Stormwater Design Manual  

 
 

- 56 - 
Stormwater Committee Review 

Adopted February 16, 2009 

Drainage Report Outline 
I. Introduction 

A. Description of project 
B. Description of adjacent areas 
C. Description of existing drainage patterns 
D. Description of existing major drainage structures 
E. Existing Conditions Drainage Maps with supporting topo 

II. Purpose 
A. Description of proposed drainage improvements 
B. Narrative of intended function 
C. Proposed Conditions Drainage Map 

III.  Drainage Evaluation 
A. Statement of basic assumptions 

1. Existing soil type, hydrologic soil group, and land use 
2. Storms considered in analysis and inches of rain in the design storm.  
3. Storm parameters, shape factor, antecedent moisture, depression storage, etc. 
4. Curve Number Calculations 
5. Time of Concentration Calculations 
6. Beginning point of analysis and tailwater elevation 
7. Evaluation of outfall adequacy 

B. Description of Existing Conditions Analysis model 
1. Node descriptions, location, runoff and hydraulic characteristics 
2. Natural/existing attenuation characteristics 
3. Link type and hydraulic characteristics 
4. Node and Link Map 

C. Results of Existing Conditions 
D. Description of Proposed Conditions Analysis model 

1. Contrast and describe modifications to existing conditions model 
2. Node descriptions, location, runoff and hydraulic characteristics 
3. Link type and hydraulic characteristics 
4. Node and Link Map 

IV. Results of Proposed Conditions Model 
V. Analysis of Results 

Existing and proposed conditions comparison  
VI. Recommended Improvements 
VII.  Statement of Final Evaluation by Design Professional 
VIII.  Appendix 

Hydraulic Grade Line Calculations of minor systems 
Entrance/Driveway Culvert Calculations 
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APPENDIX J 

 

County Township Maps 

________________________ 

 

Elizabeth City Township 

 

Mount Hermon Township 

 

Newland Township 

 

Nixonton Township 

 

Providence Township 

 

Salem Township
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